
3 terminal panel

TH-TRTH TR
MAIN VALVE RELAY

TH TR

REDUNDANT PILOT/VALVE

TH - TR

Milivolt 3 Terminal Panel

TH-PGTH PG
MAIN VALVE RELAY

TH PGTH-PG

MAIN
VALVE
RELAY

Fig. 1

Fig. 2

Fig.3

Fig. 4 GREEN

WHITERED

4 2
3

TAN

TAN

TAN

PRESSURE
SWITCH

REDUNDANT
COIL

RELAY COIL

Some models have screw terminals
instead of spade terminals shown

Some models may not have 
redundant valve
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GAS VALVES
36C WIRING

INFORMATION

Cycle pilot Plug-in

PILOT
ADJ .

S
L

C
O

M
 .

BLACK PRESSURE

SWITCH

TAN TAN

REDUNDANT
COIL

WHITE

MAIN
RELAY
COIL

TAN

TAN

S

L

COMMON

4 2

3

4 terminal panel

1 2

3 4

PILOT ADJ.

MAIN VALVE RELAY

1 2

REDUNDANT PILOT/VALVE

3 4

Fig. 7

Fig. 5

Bi-metal two stage

D-1     D-2

C-1W-1

C-2

W-2

P
ILO

T
A

D
J .

REDUNDANT/
PILOT VALVE

MAIN VALVE

D-2

W-1

W-2 C-2

C-1

HI-LO OPERATOR

D-1

REDUNDANT/
PILOT VALVE

MAIN VALVE
W-1

W-2 C-2

C-1

HI-LO OPERATOR

D-1

D-1 

C-1W-1

C-2

W-2

P
ILO

T
A

D
J .

Fig. 6A

Bi-metal two stage Fig. 6B

On some models, 
W1 and W2 
are designated 
GV1 and GV2

Jumper between 1 and 3
may be moved to 2 and 4
on some models
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Relay two stage

12

2

3

2ND STAGE
RELAY

MAIN VALVE

REDUNDANT
VALVE

4

36D13

1 2

3 4

PILOT ADJ.

TH-TRTH TR
MAIN VALVE RELAY

TH TR

REDUNDANT PILOT/VALVE

2 terminal panel

Cycle pilot with 4 terminal panel

1 2

3 4

PILOT ADJ.

RELAY1 2

REDUNDANT
SOLENOID

3 4

PRESSURE
SWITCH

Fig. 8

Fig. 9

Fig.10

24 VACLINE THERMOSTATLIMIT

Through
Mounting Hole

To Electrode

5059 PILOT RELIGHT CONTROL

T2

T1

36C87 GAS VALVE

C

L

Main Valve Relay Coil

Pilot Solenoid
Coil Pressure

Switch
(N .O .)

3098 MERCURY
FLAME SENSOR

Hot

Cold

Common

Plug-In

2

3

4

Fig.11
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36C WIRING
INFORMATION

Fig 12

PILOT
ADJ .

S
L

C
O

M
 .

Fig 13

PILOT
ADJ .

S
L

C
O

M
 .

Fig 14

Fig 15

PILOT
(REDUNDANT)

C

MAIN

PRESSURE
SWITCH

ON/OFF
SWITCH

2

1

4

3

FLAME
SWITCH

36C

ELECTRICAL SCHEMATIC

36C94-303
VALVE WIRING

36E93-301
36E93-302
36E93-303
36E93-304

Old Terminals

Description Term and Size 36C94-303
36C94-302

New Terminals
5 Pilot (Redundant) Coil 1/4" Male Spade 3
1 Main Coil 1/4" Male Spade 1

4 Pressure Switch 1/4" Male Spade with 1/4" 
x 3/16" adapter installed 4

2
3 Common 1/4" Male Spade 2

1 2

3 4

PILOT ADJ.

5

1

4

3
2 36E93

Terminal Panel
36C94
Terminal Panel

GAS VALVES
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